
Rev Date Stage Changes
A 18/12/2020 Warrant Issue

Copyright © WT Architecture Ltd.

To be read in conjunction with all other associated drawings, specifications and schedules.

Do not scale from this drawing, use figured dimensions only. All dimensions to be checked

by Contractor on site. Immediately report any discrepancies, errors or omissions to the

Architect/CA. If in doubt ASK.

Client

Tweedsmuir Community Company

Project

Crook Inn

Drawing No.

143_C_EL_01

Scale

1:50 @ A1

Drawing Title

Proposed Cafe Elevations

Project No.

143

Revision

A

WT Architecture

4 - 6 Gote Lane

South Queensferry

Edinburgh

EH30 9PS

T: 0131 331 2813

E: mail@wtarchitecture.com

www.wtarchitecture.com

Door blocked
with timber
boarding

Recessed
window
blocked

with timber
boarding

Existing
Rooflight

Existing
Rooflight

Existing
Opening

Slates

Painted masonry

Painted,
reinforced
concrete

W1.1

RL1.1

W1.4a

W1.4b

D1.1a D1.1b D1.1c D1.1d

W1.4c

RL1.5

SVP 1

WC2 EXTRACT
SLATE VENT TERMINAL

Flue

ROOF VENT

BIN STORE
Door blocked
with timber
boarding

Opening blocked
with timber boarding

Recessed
Wall

Existing Exposed Lintel

Flue

Slates

D1.3 D1.4 BIN
STORE

SVP 2
KITCHEN
EXTRACT
COWEL

SHOWER ROOM EXTRACT
SLATE VENT TERMINAL

WC1 EXTRACT
SLATE VENT TERMINAL

ACC. SHOWER ROOM EXTRACT
SLATE VENT TERMINAL

ASHP

EXTERNAL
SINKS

Existing
Rooflight

Existing
Opening

Existing
Rooflight

Slates

Flue

Painted masonry

Door blocked with
timber boarding

D1.2a D1.2b

W1.3a W1.3b

RL1.3

RL1.4

KITCHEN INTAKE
SLATE VENT TERMINAL

ROOF VENT

ASHP

Existing
Rooflight

Existing
Rooflight

Existing
Rooflight

Door blocked with
corrugated metal

Flue

Painted masonry

Painted masonry

Slates

RL1.2

W1.2

RL1.6 RL1.7

0 500 1000 1500 2000mm

S Proposed South Elevation
1:50 W Proposed West Elevation

1:50

N Proposed North Elevation
1:50 E Proposed East Elevation

1:50
Remove all external paintwork
Assume 20% repointing
New masonry paint applied

Twin-walled, metal system flue by Selkirk or similar constructed in
accordance with the recommendations of BS 7566: Parts 1 - 4: 1002

Twin-walled, metal system flue by Selkirk or similar constructed in
accordance with the recommendations of BS 7566: Parts 1 - 4: 1002

Twin-walled, metal system flue by Selkirk or similar constructed in
accordance with the recommendations of BS 7566: Parts 1 - 4: 1002

Twin-walled, metal system flue by Selkirk or similar constructed in
accordance with the recommendations of BS 7566: Parts 1 - 4: 1002

 Existing opening widened
3No. 203x133x25  UBs over to Engineer's specification
 Refer to 19.0488-DNA-100 & 19.0488-DNA-200

Smooth render and paint applied to existing
shuttered RC walls

Remove all external paintwork
Assume 20% repointing
New masonry paint applied

Smooth render and paint applied to existing
shuttered RC walls

Remove all external paintwork
Assume 20% repointing
New masonry paint applied

Smooth render and paint applied to existing
shuttered RC walls

Existing roof light to be removed, with
sheathing and slates to be filled to match
surrounding slates

Existing roof light to be removed, with
sheathing and slates to be filled to match
surrounding slates

Existing roof light to be removed, with
sheathing and slates to be filled to match
surrounding slates

New glazed doors to existing opening
Refer to SCH01 for Opening Schedule

Existing opening Existing opening

Existing openingExisting opening Existing opening filled Black-stained timber screen
around open-top bin store

Opaque glass

Black-stained larch weatherboarding

New aluminium gutters and downpipes throughout

New aluminium gutters and downpipes throughout

New aluminium gutters and downpipes throughoutNew aluminium gutters and downpipes throughout

Polyester paint coated crinkly tin

New opening with K9 lintel over to Engineer's specification
Refer to 19.0488-DNA-100 & 19.0488-DNA-200

Existing opening widened with K9 lintel over to Engineer's specification
Refer to 19.0488-DNA-100 & 19.0488-DNA-200
Refer to 143_C_SCH01 for Openings Schedule
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